
CALIFORNIA RECIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 72-39

AMENDING RESOLUTIONS NOS. 527 AND 69- 1,0,

WASTE DISCHARGE REQUIREMENTS
FOR

THE CITY OF MILLBRAE

The California Regional Water Quality Control Board, San Francisco Bay Region,
finds that:

A. This Regional Board prescribed requirements for waste discharged by the
City of Millbrae in Resolutions Nos. 527 and 69-40 adopted respectively
on January 16, 1964 and August 28, 1969.

B. The discharge consists of approximately 2.5 million gallons per day (mgd)
of sewage and industrial waste from a population of 21,000. The waste is
discharged into the Bay within 200 feet of the shoreline, east of the
treatment plant. During periods of low tide the waste flows across the
mud flats for a distance of about 4000 feet.

C. The Board adopted an Interim Water Quality Control Plan for the San Francisco
Bay Basin on June 14, 1971.

D. The beneficial uses of San Francisco Bay in the vicinity of this disposal
site are:

Swilmning, wading, water-skiing, pleasure boating, marinas and
fishing.

Fish, shellfish, and wildlife propagation and sustenance, and
waterfowl and migratory birds habitat and resting.

Esthetic enjoyment.

E. The Board has notified the discharger and interested agencies and persons
of its intent to prescribe waste discharge requirements for this discharge.

F. This Board at a public meeting on July 25, 1972 heard and considered all
comments pertaining to the discharge.

IT IS HEREBY ORDERED, the discharger shall comply with the following:

A. Discharge Specifications

1. The waste as discharged to waters of the State shall meet these
quality limits at all times:

a. In any grab sample:

pH

- 1 -

700 minimum
8.5 maximum










